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FOR OFFICIAL USE ONLY
PUBLIC AVAILABILITY TO BE DETERMINED UNDER 5 USC 552

INSTALLATION NOTES:
1. GROUNDING MATERIALS AND METHODS WILL COMPLY WITH FAA-STD-019E.
2. ALL GROUND RODS WILL BE 3/4" x 10' COPPER CLAD. TOP OF GROUND RODS
WILL NOT BE LESS THAN 12" BELOW FINISHED GRADE. Rev| APFROVED DESCRIPTION JCN REDLNE  evo| B
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